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STORM WATER LINE

300Ø RCC STORM WATER PIPE

SEWER LINESEWER LINE

SEWER LINE

75 OD VENT PIPE

PLUMBING LEGEND :-

1 110 OD uPVC ( SWR ) SOIL & VENT PIPE

2 110 OD uPVC ( SWR ) WASTE & VENT PIPE

2a

4 110 OD uPVC RAIN WATER PIPE

5 160 OD uPVC RAIN WATER PIPE

6  DOMESTIC WATER SUPPLY RISER PIPE

7  FLUSHING WATER SUPPLY RISER PIPE

8  DOMESTIC WATER SUPPLY DOWN TAKE

9  FLUSHING WATER SUPPLY DOWN TAKE

FD  FLOOR DRAIN

FT /

FLOOR TRAP DEEP SEAL 'P' OR 'S' TRAP

NT  NAHANI TRAP

FCO FLOOR CLEAN OUT

COP CLEAN OUT PLUG

3 75 OD PVC ANTI SYPHONAGE  PIPE

110 OD uPVC ( SWR ) WASTE & VENT PIPE FOR SHOP

10 65 OD AC DRAIN PIPE

FOR EXACT LOCATION OF SANITARY FIXTURE 

AND FITTING REFER RELEVANT ARCH. DWG.

WATER SUPPLY PIPE MATERIAL :- 

J

PIPE WITH IN TOILET SHALL BE cPVC PIPE

PIPE ON  TERRACE SHALL  BE  cPVC  PIPE

WATER SUPPLY RISER TO O.H.T SHALL BE cPVC PIPE

PIPE   IN   SHAFT  SHALL   BE   cPVC   PIPE

K

OTHERWISE IT SHALL BE AS GIVEN BELOW :-

L

ALL FLOOR TRAPS SHALL BE DEEP SEAL P/S TRAP WITH

50mm WATER SEAL UNLESS OTHER WISE SPECIFIED.

M

25Ø GI  SPOUT  SHALL BE  PROVIDED  IN  SUNKEN  SLAB OF  

TOILET / WET AREA OVER ALL LAYER OF WATER PROOFING 

  TREATMENT.

N

MINIMUM 1:133 TO 1:150 SLOPE SHALL BE PROVIDED AT  

  TERRACE FOR ROOF DRAINAGE

O

ALL SOIL & WASTE LINES LAID IN SUNKEN SLAB SHALL BE  

 COVERED ALL ROUND WITH 75mm THIK C. CONC. 1:2:4

ANGLE VALVE FOR HEALTH FACUET ( FOR WC ) 300 MM.

ANGLE VALVE ( FOR CISTERN ) 450 MM.

ANGLE VALVE (FOR WASHING MACHINE) 750 MM.

ANGLE VALVE (FOR WATER PURIFIER) 950 MM.

WALL MIXER IN SHOWER AT 1050 MM.

ANGLE VALVE ( FOR WASH BASIN ) 450 MM.

ANGLE VALVE (FOR GEYSER) 1500 MM.

SHOWER HEAD AT 2100 MM.

HORIZONTAL = 50 OD WASTE PIPE

VERTICAL = 40 OD WASTE PIPE

ALL RAIN WATER PIPES SHALL BE PVC PIPE CONFIRMING 

SLEEVES / CUTOUT SHALL BE LEFT IN BEAM  BEFORE  

ALL WATER SUPPLY PIPES IN TOILETS SHALL RUN ABOVE

WATER PIPES SHALL BE BURIED IN THE TOILET FLOORS.

INSULATION :-   ALL   HOT  WATER  SUPPLY  PIPES   CONCEALED

  WITH     6 MM  THICK   NITRILE    RUBBER    INSULATION   OR   AS

ALL INTERNAL HORIZONTAL SOIL & WASTE PIPES SHALL 

THAN 1 : 10 UNLESS OTHERWISE SPECIFIED.

COORDINATE  THIS  DRAWING WITH  ALL OTHER  SERVICES  

B

  DRAWINGS.

C

 BE LAID TO A SLOPE NOT THAN 1 : 60 AND NOT STEEPER

D

 IN  WALLS  OR  BURIED   IN  FLOORS   SHOULD   BE   INSULATED  

E

 SKIRTING  LEVEL.  UNLESS   OTHERWISE  SPECIFIED. NO  

F

G

ANGLE VALVES SHALL BE PROVIDED WITH ALL CISTERNS /

  PILLAR COCKS./ TABLE MOUNTED FITTINGS.

 CASTING FOR TAKING PIPES OUT FROM SUNKEN AREAS.

H

PIPE FROM W.C TO VERTICAL STACK = 110 OD uPVC ( SWR) PIPE

PIPE FROM FD TO F.T = 63 OD PIPE

  SPECIFIED IN TENDOR AND EXPOSE IN WALL & TERRACE = 9 MM

PIPE FROM WASTE  STACK TO GT = 110 OD / 160 OD 

PIPE FROM SOIL  STACK TO MANHOLE = 110 OD / 160 OD

PIPE FROM G.T. TO MANHOLE = 100Ø / 150Ø SW PIPE

PIPE FROM URINAL TO U.T. = 50 OD SOIL PIPE

PIPE FROM WASH BASIN TO F.T.

DRAINAGE PIPE MATERIAL :- 

I

A ALL DIMENSIONS ARE IN MM.

PLUMBING NOTES

TO IS.4986:1988

WITH MIN. 50 MM WATER SEAL

SIZE = 110 x 110 x 75 MM

UT

SONI CONSULTANTS

Website : www.soniconsultants.in

Plumbing & Fire Suppression Consultants

e-mail : info@soniconsultants.in

B-2A/139, Janak Puri, New Delhi - 110058

PH - 011 - 45501699 , 41403781

Plumbing & Fire Suppression Consultants
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300Ø RCC STORM WATER PIPE
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