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2 Nos. 1600 KVA CSS 1 No. 810 KVA DG SET

2 Nos. 400 KVA DG SETS

DG EXHAUST PIPE SHALL RUN
FROM FIRST FLOOR ROOF LEVEL

with 75 mm Insulation all around.

ALL DG EXHAUST PIPE RUN UP TO THE TERRACE
WITH CLAMPING SUPPORT OVER WALL
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1)   Clear height of 11 KV Meter room shall be minimum 3.6 mtr.

 below clear beam.  

3)   Trench detail shall be finalized after receiving foundation

detail of CSS. 

2)   Plinth Level of Meter room shall be 600 mm above final  

finished ground level.
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SAND FILLING 150TH PCC (1:3:6) 

230 TH WALL 

100 TH PRECAST RCC SLAB

SECTION A - A'

600 mm Wide Cable Tray 
11 KV HT CABLE


