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PUNIT SRIVASTAV

2x11W CFL TYPE CEILING LIGHT (SURFACE)

2550

DISTRIBUTION BOARD

INDICATES CONTROLING OF LIGHT/FAN 
FROM SWITCH BOARD.

1x28W T5 TUBE  LIGHT FIXTURE(SURFACE) 

ON CEILING

LIGHTING DISTRIBUTION BOARDL.D.B.
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LIGHTING DISTRIBUTION BOARD-B

 6 WAY TPN (LOCATION-BASEMENT FLOOR)

 LOAD - 7.20 KW

B1

4P MCB

40 AMP 

4x10 SQMM.FRPVC MULTI STRAND

SINGLE CORE COPPER CONDUCTOR

CABLE+ 2x10 SWG CU. EARTH

CONTINUITY WIRE IN UPVC

HEAVY DUTY CONDUIT
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LIGHTING DISTRIBUTION BOARD-A

 4 WAY TPN (LOCATION-BASEMENT FLOOR)

 LOAD - 6.40 KW

A1

4P MCB

40 AMP 

4x10 SQMM.FRPVC MULTI STRAND

SINGLE CORE COPPER CONDUCTOR

CABLE+ 2x10 SWG CU. EARTH

CONTINUITY WIRE IN UPVC

HEAVY DUTY CONDUIT
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LIGHTING DISTRIBUTION BOARD-C

 4 WAY TPN (LOCATION-BASEMENT FLOOR)

 LOAD - 6.40 KW

C1

4P MCB

40 AMP 

4x10 SQMM.FRPVC MULTI STRAND

SINGLE CORE COPPER CONDUCTOR

CABLE+ 2x10 SWG CU. EARTH

CONTINUITY WIRE IN UPVC

HEAVY DUTY CONDUIT
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SUBMAIN CONDUIT FROM L.T. PANEL TO L.D.B./D.B.
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(B7)

(C6)
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(A5)
(A8)

SB SWITCH BOARD 1100

PRODUCED BY AN AUTODESK EDUCATIONAL PRODUCT
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